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Upon completion of wiring installUpon completion of wiring install
Sounder to Base.Sounder to Base.

Insert Blub into Lens and install LensInsert Blub into Lens and install Lens
to Sounder.to Sounder.

Secure Cover to Lens.Secure Cover to Lens.
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4.

Mount Base on 1/2" Conduit Adapter.Mount Base on 1/2" Conduit Adapter.
Wire Base as shown below.Wire Base as shown below.
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